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(IT. 13)

HORZ. BEND AND
THRUST BLOCK. NIC

STA. WM 10+20 — INSTALL NEW HYDRANT
COMPLETE INCLUDING 6” GATE VALVE, 6”
DIP, NECESSARY HARNESSING, 8"x6” TEE
AND CONCRETE ANCHORS AS REQUIRED. NIC

PROPOSED 8” SDR 35 PVC SEWER.
(IT. 13)

STA. WM 9+84 — 8°x11 1/,*
HORZ. BEND AND
THRUST BLOCK. NIC

PROPOSED 8” SDR 35 PVC SEWER. /
(IT. 13)

STA. WM 9+45 — 8"x11 V/,* B<
HORZ. BEND AND /]
THRUST BLOCK. NIC /

PROPOSED 8" DIP WATER MAIN.
PROVIDE BENDS AND CONCRETE 0
ANCHORS AS REQUIRED. NIC 0

0
STA. WM 8+99 — 8"x11 1/,* © YE_6A
HORZ. BEND AND 3 "
THRUST BLOCK. NIC m
_
STA. WM 8+67 — 8"x11 A\#.P\ |

HORZ. BEND AND »
THRUST BLOCK. NIC X

Approx. location
of existing potable
water well

L
@
|

A. WM 8+36 — 8"x11 1/,°
ORZ. BEND AND
THRUST BLOCK. NIC

PROPOSED 8" SDR '35 PVC SEWER.

(IT. 13)
\ﬁ\ STA. WM 7+99 — 8"x111/,°
\ e HORZ. BEND AND
— THRUST BLOCK. NIC
\
STA. WM 7+69 — 8"x11 V/,°
HORZ. BEND AND
THRUST BLOCK.. NIC
Approx..\location
of -existing bownbﬂm//
water well
®
/
NOTE: PROPOSED WATER MAIN AND GAS MAIN EXTENSION

PROJECTS ON KIRBY LANE NORTH TO BE COMPLETED BY THEIR
RESPECTIVE UTILITY COMPANIES.

PROPOSED 8" SDR 35 PVC SEWER.

STA. WM 10437 — 8"x11 1/,°

STA. WM 11422 — 8"x11 V/,*
HORZ. BEND AND
THRUST BLOCK. NIC

\ . (o Ly G
\ ‘ — - u L !
2 )
Approx. location
| G T s/ —— D f existil tabl
| — water well |
SMH (IT. 16) )
KLN 14405
it (7. 17) RIM=63.00 </
KLN 13420 Approx. -location INV.=55.35
/ RIM=64.96 W\MMW\WM\M\\Q bowab\ml/ my_u*—”_ ._A_w._.-_-o._%v / X
INV.=56.50 % \ D .
m,_u____._ AA_NM mwd Ry 4 THRUST BLOCK. NIC
ﬂ@nmwwww Ry oeo / \ ./ N
/ Approx. locati . =] -
SMH (IT. 18) @ of existing potable 7
KLN 12400 water well Dy
RIM=69.00 e ~—
INV.=54.25 -

PROPOSED 8” SDR 35 PVC SEWER.
(IT. 13)

SMH (IT. 17)
KLN 11+50
RIM=67.35
INV.=54.00
SMH (IT. 17)
KLN 11405
RIM=66.00 )
INV.=53,75 mwomwwﬁo 8" SDR 35 PVC SEWER.

STA. WM 6+18 — 8"x11 1/, *
HORZ. BEND AND
THRUST BLOCK. NIC

)
N4 /\_Dm\dk. location

of existing potable
water well

\ V
Approx. location

of existing potable
water well

STA. WM 6+18 ~ 8”x11 1/, °
/" HORZ. BEND AND
THRUST 'BLOCK. NIC

PROPOSED 8" SDR 35 PVC SEWER.

(IT. 13) PROPOSED 8” SDR 35 PVC SEWER.

(IT. 13)

STA. WM 13+25 — INSTALL

STA. WM 12422 — 8°x111/,°
HORZ. BEND AND
THRUST BLOCK. NIC

Approx. location
o~ e

of existing potab
water well

SMH (IT. 15

KLN 16+60 \

RIM=63.10 _

#14 _
FF =683 INV.=58.40 \ \Q
/ Approx. location

of existing potable
water well

PROPOSED 8” SDR 35\PVC SEWER.

SMH (IT. 17) (1%

KLN 8+70
RIM=62.19
INV.=52.55

S

~

SMH_(IT. 15)
KLN 7+95
RIM=56.82
INV.=52.15

PROPOSED 8” SDR 35 PVC SEWER.
(IT. 13)

SMH (IT. 15)
KLN 6+95
RIM=47.00
INV.=42.30

(IT. 14)

STA. WM 4+75
__,-_,__W._.Z-_u 8” GATE VALVE

-Approx. location
of existing potable
water well

STA. WM 5+20 — INSTALL NEW HYDRANT
COMPLETE INCLUDING 6" GATE VALVE, 6"
DIP, NECESSARY HARNESSING, 8"x6” TEE
AND CONCRETE ANCHORS AS REQUIRED. NIC

PROPOSED 8" DIP CLASS 52 SEWER:

S~

—— gy
/ PROPOSED GAS e o |
MAIN NIC \ / m
\ ~ o of [y
\
/
STA. WM 3+7¢ — 8"x221/,"
HORZ. BEND AND
THRUST BLOCK, NIC
STA. WM 2478 — 8"x11 1/, °
/ HORZ. BEND AND

THRUST BLOCK. NIC

8" GATE VALVE. NI

MAINTAIN 10’ HORIZONTAL SEPARATION
BETWEEN PROPOSED 8” SANITARY SEWER
AND PROPOSED 8" WATER MAIN.

STA. WM 15+20 — INSTALL NEW HYDRANT
COMPLETE INCLUDING 6" GATE VALVE, 6”
DIP, NECESSARY HARNESSING, 8"x6” TEE
AND CONCRETE ANCHORS AS REQUIRED. NIC

Approx.. location
@ of existing potable
water well

MAINTAIN 10’ HORIZONTAL SEPARATION
7 BETWEEN PROPOSED 8” SANITARY SEWER
AND PROPOSED 8" WATER MAIN.

PROPOSED 8” SDR 35 PVC SEWER.
(IT. 13)

Approx. location
@ of existing potable
water well

SMH (IT. 15) PROPOSED 1” COPPER WATER SERVICE
KLN 6+15 AND CURB STOP (TYP.) NIC
RIM=38.00

INV.=33.40

SMH (IT. 16) PROPOSED 4" X.H.D. CAST IRON LATERAL (TYP.).
KLN "5+30 SEE DETAIL FOR TYPICAL INSTALLATION.
RIM=33.40 (1. 11)

INV.=28.00

SEE SHEET 7 FOR KIRBY LANE NORTH SEWER PROFILE

STA. 1+37 — 8"x11 1/, * HORZ. BEND
AND THRUST BLOCK. NIC

PROPOSED 8” SDR 35 PVC SEWER.
(IT. 13)

FOR CONTINUATION TO PROPOSED KIRBY LANE
NORTH PUMP STATION, SEE SHEET 9.
SEE SHEET 12 FOR PUMP STATION DETAILS.

STA. WM 2+13 — 8"x11 1/, ° SMH (IT. 16)

HORZ. BEND AND { KLN 4+10
THRUST BLOCK. NIC RIM=24.00
v, N\ INV.=17.00
/ =22
FOR CONTINUATION SEE SHEET 9
\

HOUSE #3 CONNECTED STA. WM 1+00 — FOR CONTINUATION SEE SHEET 9

TO PUBLIC WATER SUPPLY

PROPOSED 8" DIP WATER MAIN.
PROVIDE BENDS AND CONCRETE
ANCHORS AS REQUIRED. NIC

SEWER PLAN - KIRBY LANE NORTH

KIRBY LANE NORTH -
GRACE CHURCH STREET
SEWER IMPROVEMENTS

PREPARED FOR

CITY OF RYE

CHAS. H. SELLS, INC.

Consulting Engineers, Surveyors & Photogrammetrists
CIVIL, STRUCTURAL AND TRANSPORTATION ENGINEERING

555 PLEASANTVILLE ROAD
BRIARCLIFF MANOR, NEW YORK 10510
914-747-1120 FAX 914—747-1956

WESTCHESTER COUNTY, NEW YORK

FILE NO. 01048 DATE: SEPTEMBER 13, 2005

30 0 15 30 60

DRAWN BY: RTK CHECKED BY: JM

e e e s

SCALE: 1” = 30’
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